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Notified Body 1880 — Regulation (EU) 305/2011

PROVNINGSATTEST
DECLARATION

ACTECO srl erkleerer hermed at appararet bolig, mal traepiller som braendsel:
ACTECO srl hereby declares that the residential space heating appliance

Residential space heating appliance fired by wood

Pilleovn /Pellet stove pellets with water heat exchanger, with fan assisted
flue discharge and with internal fuel hopper
Handelsmaerke/ Trademark THERMOROSSI S.P.A.
Model/Model URBAN E
THERMOROSSI S.P.A.
Produceret af/ Manufactured by VIA GRUMOLO, 4
36011 ARSIERO (VI)
ITALY
VAT Nr 00168470243

Har bestaet afpravningstesten af type (ITT) der vises i den tekniske overensstemmelsesrapport, | henhold til
bestemmelserne:

Comply with the initial type test (ITT) indicated in the test report, acording to the standard:

EN 14785:2006

Raport om teknisk overensstemmelse n°1880-CPR-078-001-19

Test report n°1880-CPR-078-001-19

| Navn udstyr (name of appliance): | URBAN E
Effekt (head | Virkningsgrad
output) [%] Termisk effect [kW] Stavpartlker co 0GC
Effiiciency Head output [kW] Dust*
[%]
Total ! m(ltlgaet | vandett mg/Nm3 mg/Nm3 mg/Nm3
(total) space) (to water) (13% O,) (13% O,) (13% O5,)
Nominel 89,0 7.1 -~ - 12 79 3
Nominal
Reducered
Reduced 93,2 3,7 -- -- 17 300 22

Manual gravimetric method in acc EN 13284-1

Pa baggrund af ovenneevnte patikelemissionen attesteres det hermed, at fyringsanlaegget opfylder
emissionkraveve | bilag 1 til Bekendtggrelse nr 46 af 22/01/2015 vedr. regulering af luftforurening fra
breendeovne og braendekedler samt visse andre faste anlaeg til energiproduktion.

Based on above stated emissions it hereby i certified that the boiler installation fulfills the requirements for
emissioni in appendix 1 from the Announcement nr 46 af 22/01/2015 concerning the regulation of air
pollution from heat stoves and wood log boilers.

Cordenons, 25.08.2020 Test Laboratory UNI EN ISO IEC | Reserved for the chimney
17025: 2005 accreditation: sweeper
ACCREDIA N°204 Skorstensfejerspategning
Testleder

Head of Test Laboratory

Dr Claudia Marcuzzi

The results of the tests relate only to the tested appliance.
This test report shall not be reproduced except in full, without written approval of the laboratory.
The appliance was returned to the manufacturer after the end of tests.
All data is stored for 10 years
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